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Model Material name Page reference

Modular L Pro

ALD02HEFA
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ALD03HEFA

ALD05HEFA

ALD07HEFA

ALD02HESA

ALD03HESA

ALD05HESA

ALD07HESA

Model Material name Page reference

Modular L Smart

ALD02HEFB

page 10
ALD03HEFB

ALD05HEFB

ALD07HEFB

Electrical Heaters
Installation Instructions

Modular L Pro
Modular L Smart
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Modular L Pro

Material Name Version/Model Dim. “B” Dim. “H” Dim. “D” Loading kW Supply 
voltage IP rating

ALDO2HESA VFL-MQXL 250 150 370 2,1 230V/1Ph+PE ~  43

ALDO2HEFA VFL-MQXL 250 150 370 1,5 230V/1Ph+PE ~ 43

ALDO3HESA VFL-MQXL 400 200 370 4 400V/3Ph+N+PE ~ 43

ALDO3HEFA VFL-MQXL 400 200 370 3 400V/3Ph+N+PE ~ 43

ALDO5HESA VFL-MQXL 500 300 370 10 230V/1Ph+PE ~ 43

ALDO5HEFA VFL-MQXL 500 300 370 7,5 230V/1Ph+PE ~ 43

ALDO7HESA VFL-MQXL 700 400 370 15 400V/3Ph+N+PE ~ 43

ALDO7HEFA VFL-MQXL 700 400 370 15 400V/3Ph+N+PE ~ 43

ALP00TEA

NOT PROVIDED PROVIDED EXTERNAL SUPPORT
NOT PROVIDED
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x 2

x 1
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L. min 1m
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Modular L Pro
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Modular L Pro
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Modular L Pro

10

B

C

SUGGESTION

SUGGESTION

Not provided

Not provided

Not provided

A

Electrical Wiring as per wiring diagram

11
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Modular L Pro - COMMISSIONING POST-HEATERS

INFO

ESC

OK

Main Menu
Su/Wi State Summer

13/15

Setpoints
I/O Overview
Time scheduler
Status/Settings
Commissioning
Alarm handling

INFO

ESC

OK

Config components
Outside temp

15/19

Return temp
Room temp
Other temp
Other Sns
Electric htg
Pre Htg Elect

Yes
Yes

1 Unit
Pre-Htg

No
No
NO

INFO

ESC

OK

Config components
Other Sns

19/19

Electric htg
Pre Htg Elect
Pre Htg Wtr
Humidifier
Energy Meter
Apply Changes!

No
No
No
No
No
No

INFO

ESC

OK

Commissioning

Daikin On site

1/7

Output test
Input raw value
Save /load
Communication

AHU Configuration

Daylight saving ti.

INFO

ESC

OK

No
1/4

1  Step

Modul
2 Steps

INFO

ESC

OK

Execute

2/2

1

3

5

6

2

Choose among “2 Steps” and “Modul”:
-	 “Modul” selectable only without water coil (see 

“Electric Heater” section of the wiring diagram)
-	 “2 Steps” always selectable (see “Post Heater 2 

Step” section of the wiring diagram)

4A

4B

 REMIND: No additional settings must be adjusted via the HMI
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Modular L Pro - COMMISSIONING PRE-HEATERS

INFO

ESC

OK

Main Menu
Su/Wi State Summer

13/15

Setpoints
I/O Overview
Time scheduler
Status/Settings
Commissioning
Alarm handling

INFO

ESC

OK

Config components
Outside temp

15/19

Return temp
Room temp
Other temp
Other Sns
Electric htg
Pre Htg Elect

Yes
Yes

1 Unit
Pre-Htg

No
No
No

INFO

ESC

OK

Config components
Other Sns

19/19

Electric htg
Pre Htg Elect
Pre Htg Wtr
Humidifier
Energy Meter
Apply Changes!

No
No
No
No
No
No

INFO

ESC

OK

Commissioning

Daikin On site

1/7

Output test
Input raw value
Save /load
Communication

AHU Configuration

Daylight saving ti.

INFO

ESC

OK

No
1/4

1  Step
2 Steps

INFO

ESC

OK

Execute

2/2

1

3

4

5

6

2

 REMIND: No additional settings must be adjusted via the HMI
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Modular L Smart

Material Name Version/Model Dim. “B” Dim. “H” Dim. “D” Loading kW Supply 
voltage IP rating

ALDO2HEFB VFL-MQUL 250 150 370 1,5 230V/1Ph+PE ~  43

ALDO3HEFB VFL-MQUL 400 200 370 3 230V/1Ph+PE ~ 43

ALDO5HEFB VFL-MQUL 500 300 370 7,5 400V/3Ph+N+PE ~ 43

ALDO7HEFB VFL-MQUL 700 400 370 15 400V/3Ph+N+PE ~ 43

NOT PROVIDED

PROVIDED

EXTERNAL SUPPORT
NOT PROVIDED

x 12
x 2

x 1
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1 m

4 A

2-5 ø6mm
6-7 ø8mm

Modular L Smart

B

2-5

x8

x4

ø6mm
6-7 ø8mm

Modular L Smart

5

C
Not provided

Not provided

D E

ø10mm
ø5mm

ø5mm

A B
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7

B

C

SUGGESTION

SUGGESTION

Not provided

Not provided

Not provided

A

Electrical Wiring as per wiring diagram

Modular L Smart
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